IN OPEN FIELD

IN STREET

R

RN 7L
NN N XXX
K 195 P ° 5 o D2 %D °9

NEW STREET

SURFACE 12"

UNIFORM CUT LINE
ASPHALT/CONCRETE

EXISTING STREET SURFACE.
/ EXISTING BASE COURSH

o

X/;B/I /’/ ’//
= 0% 0%k

NEW BASE COURSE.

\COMPACTED

N2
P
> BACKFILL

WIDTH

S
[

1 2”

R SEE NOTE 4

3 COVER
MINIMUM

LIMITS OF
PIPE ZONE

NOTES:

>Ny =

PIPE ZONE MATERIAL
3/4” ROCK CONFORMING
TO ASTM D448 NO. 67

MAXIMUM TRENCH WIDTH = PIPE 0.D. +24"

PAVING SHALL COMPLY WITH LOCAL AUTHORITY JURISDICTION.
TRENCH WALLS TO BE SUPPORTED AS REQUIRED BY 0.S.H.A.
MINIMUM COVER TO BE BELOW OFFICIAL STREET GRADE.

MINIMUM TRENCH WIDTH = PIPE 0.D. + 127
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